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93 LF  8" DIP  S=4.57%

CONTRACTOR TO PROTECT

PIPELINE. ABOUT 10 LF

 IN ACCORDANCE TO

DETAIL A, SHEET C-004
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EXISTING

(TO BE REMOVED)

MH 15-213-S208

STA = 12+02

RIM EL = 1024.64

MH 15-213-S004

STA = 38+18

RIM EL = 1030.60

8" INV IN = 1021.75

8" INV IN = 1024.26

8" INV OUT = 1021.40

NEW 15-213-S129

STA = 37+20

RIM EL = 1032.11

8" INV IN = 1020.46

8" INV IN = 1024.95

8" INV OUT = 1020.36

98 LF  8" DIP  S=0.96%

MH 15-213-S008

STA = 34+66

RIM EL = 1014.35

8" INV IN = 1009.05

6" INV IN = 1008.50

10" INV OUT = 1008.30

1

6
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D

I
P

 
 
S

=

4

.
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5

%

NEW

RELOCATED MH15-213-S007

60" DIAMETER

INSIDE DROP MH

STA = 33+77

RIM EL = 1015.08

10" INV IN = 1007.88

10" INV OUT = 1007.73

NEW 15-213-S127

STA = 33+01

RIM EL = 1016.02

10" INV IN = 1007.22

8" INV IN = 1007.97

10" INV OUT = 1007.12

76 LF  10" DIP  S=0.67%

197 LF  10" DIP  S=0.60%

NEW INSTALLATION

1
2
+

0
0

1
3
+

0
0

1
4
+

0
0

1
5
+

0
0

NEW 15-213-S128

STA = 35+59

RIM EL = 1018.81

8" INV IN = 1013.66

8" INV OUT = 1013.31

SS

SSMH #75

RIM EL = 1017.41

8" INV OUT = 1011.91

NEW  15-213-S126

STA = 31+04

RIM EL = 1014.23

10" INV IN = 1005.93

10" INV OUT = 1005.83

104 LF  10" DIP  S=0.64%

15-213-S209

STA = 15+22

RIM EL = 1016.05

8" INV IN = 1009.71

10" INV OUT = 1009.41

60" DIAMETER

INSIDE DROP MH

RIM EL = 1027.16

10" INV IN = 1004.11

8" INV IN = 1013.36

248 LF  10" PIPE  S=0.60%

88 LF  10" DIP  S=0.48%

93 LF  8" DIP  S=4.57%

REMOVE AND REPLACE

152 LF OF 8" PIPE WITH  10" Ductile Iron Pipe

S = 0.63%

15-213-S125 (DOGHOUSE)

STA = 12+75

RIM EL = 1024.47

10" INV IN = 1005.17

10" INV IN = 1007.92

10" INV OUT = 1005.07

EXISTING 10" TO BE LINED,

SEE DRAWING C-102

FOR DETAILS

EXISTING 10" TO BE REPLACED,

SEE DRAWING C-102

FOR DETAILS
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251 3RD
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247 3RD
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143 HOOD
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CIRCLE

153 HOOD

CIRCLE
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CIRCLE

161 HOOD

CIRCLE

165 HOOD

CIRCLE

169 HOOD

CIRCLE

303 3RD

AVENUE

305 3RD
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260 EAST

LAKE DRIVE

264 EAST

LAKE DRIVE

268 EAST

LAKE DRIVE

272 EAST

LAKE DRIVE

276 EAST

LAKE DRIVE

302 EAST

LAKE DRIVE

306 EAST

LAKE DRIVE

335 LEYDEN

STREET

270 3RD

AVENUE

264 3RD

AVENUE

258 3RD

AVENUE

2

MILL AND OVERLAY LIMITS

PER CITY OF DECATUR PLANS

256 EAST

LAKE DRIVE

CONSTRUCT 8-INCH AND 10-INCH SEWER PIPE PER

SPECIFICATION SECTION 02622 AND 02537.

CONCRETE ENCASEMENT TO BE PROVIDED PER

DETAIL A, SHEET C-004.

EXISTING PIPE TO BE FILLED WITH FLOWABLE FILL AND

ABANDONED.

EXISTING MANHOLE TO BE ABANDONED PER DETAIL

S-004, SHEET G-03.

EXISTING 140 LF SECTION OF EXISTING AERIAL

SANITARY LINE TO REMOVED. EXISTING PIPE

SUPPORTS/PIERS TO BE REMOVED AS WELL.

EXISTING GROUND

3

4

5

4

3

5

4

4

4

4

3

3

3

3

CONTRACTOR TO PROTECT PIPELINE.

APPROX. 60 LF IN ACCORDING TO DETAIL

A, SHEET C-004

2

EXISTING SANITARY LINE

WEST TO EAST / MH s-125 TO MH S-004

EXISTING 8" SEWER

TO REMAIN

EXISTING 8" SEWER

TO REMAIN

EXISTING 8" SEWER

TO REMAIN

4

4

3

SEE LATERAL SERVICE

CONNECTION DETAILS

ON SHEET C106

1

1

1

1

CUT AND PLUG

EXISTING 8" SEWER

3

REMOVE 20 LF OF

EXISTING 8" SEWER

REMOVE 20 LF OF

EXISTING 8" SEWER

CUT AND PLUG

EXISTING 8" SEWER

LEGEND:

2

2

CUT AND PLUG

EXISTING 8" SEWER.

PLUGGED AND ABANDONED LINE IS

UNDERGROUND. IT IS BEING DONE

TO LIMIT TREE REMOVAL AND

DISRUPTION TO HOME OWNERS.

CUT AND PLUG

EXISTING 8" SEWER.

PLUGGED AND ABANDONED LINE IS

UNDERGROUND. IT IS BEING DONE

TO LIMIT TREE REMOVAL AND

DISRUPTION TO HOME OWNERS.

6"SEWER

SERVICE

TYP.

CUT AND PLUG

EXISTING 8" SEWER

6"SEWER

SERVICE

TYP.

olive
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Water Fittings
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Water Mains

Water Meter

Land Lot

Districts

Legal Anno

Address

Tax Parcels
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0 0.01 0.020.01 mi
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DeKalb County Watershed Managment

The data provided in this map is provided for informational and planning purposes only.  DeKalb County DWM  is not responsible for the misuse or misrepresentation of the data.


